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EXECUTIVE SUMMARY 

GENERAL 

The City has been requested by Royal Quality Homes to provide sanitary sewer servicing to two 

parcels located in the southeast corner of 7th Concession Road and Baseline Road that are 

proposed for development.  It is identified in the Schedule ‘B’ Class Environmental Assessment 

(completed in June 2006) that wastewater from these two parcels is ultimately to be conveyed 

to the Lou Romano Water Reclamation Plant (LRWRP) via a future trunk sewer on 7th Concession 

Road.  However, since the trunk sewer on 7th Concession Road cannot be constructed in the 

near future, the developer is requesting to allow the two parcels to outlet to the newly 

constructed Sandwich South Employment Lands (SSEL) Trunk Sewer along 8th Concession Road 

to Little River Pollution Control Plant (LRPCP).  Two adjacent benefitting properties were also 

permitted the same opportunity due to their location and the economic benefit of servicing the 

properties using the same infrastructure that services the Royal Quality Homes properties. 

In order to address the immediate need for development of the subject lands, the City intends 

to utilize the newly constructed SSEL Trunk Sewer along the 8th Concession to convey wastewater 

from the subject lands to the LRPCP for treatment.  Changes to wastewater servicing strategies 

for the subject lands are therefore needed to address whether sufficient capacity is available in 

the SSEL Trunk Sewer along 8th Concession Road and downstream to accommodate the 

additional flow from the two parcels proposed for development. 

This addendum is the documentation of changes to the Environmental Study Report (ESR) 

related to the sanitary sewer servicing for the Royal Quality Homes and benefitting properties.  

The addendum comprises Sections 1 to 4 and Appendices A to C inclusive.  A brief description 

of each section follows. 

SECTION 1 – INTRODUCTION 

This section describes circumstances necessitating an ESR addendum for the Sanitary Sewer 

Servicing Study for Lands Annexed from the Town of Tecumseh.  The addendum has been 

prepared in accordance with the Class EA process.  

SECTION 2 – REVISIONS TO SANITARY SEWER SERVICING 

This section describes the revisions required to the Schedule ‘B’ Class Environmental Assessment 

completed in 2006 and amendment made in 2010 in order to address the immediate need for 

the development of the subject lands. 
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SECTION 3 – WASTEWATER FLOWS 
 
This section outlines the existing and future projected wastewater flows based on the ESR, and 

the predicted wastewater flows from the four parcels proposed for development obtained from 

Haddad, Morgan and Associates Ltd. to establish design parameters. 

 

SECTION 4 - ENVIRONMENTAL IMPACTS OF PROPOSED DESIGN 
 
This section provides an overview of the potential impacts of the proposed design and proposed 

methods of mitigation. 
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1.0 INTRODUCTION  

1.1 BACKGROUND 

The lands annexed from the Town of Tecumseh are located in the southeast corner of the City of 

Windsor as shown in Figure 1.1. These lands are generally bounded by Highway 401 to the south, 

the E.C. Row Expressway to the north, Walker Road to the west and a portion of Banwell Road to 

the east. The dominant land use in this region is rural agricultural, with small areas of residential 

and industrial development. Prior to any new development occurring within this area, sanitary 

sewer servicing is required. The proposed service areas of the annexed lands are depicted in 

Figure 1.1 based on the ESR.  The lands are now known as the Sandwich South Employment 

Lands (SSEL). 

The City of Windsor completed Schedule ‘B’ Class Environmental Assessment for Sanitary Sewer 

Servicing for Lands Annexed from the Town of Tecumseh in June 2006, henceforth denoted as 

the ESR, and an amendment was made in 2010.  The ESR was prepared in accordance with the 

Class EA process to implement the preferred solution which maximizes the use of the existing 

infrastructure and provides capacity for new growth in designated growth areas within the 

annexed lands.  The completed ESR and amendments identify the preferred alternative to be 

the expansion of the Little River Pollution Control Plant (LRPCP) sanitary service area to include 

the SSEL as well as areas from the adjacent Town of Tecumseh and the Hamlet of Oldcastle.  This 

alternative involves the multi-phase installation of a new trunk sanitary sewer from the LRPCP to 

the southern limits of the service area.  Figure 1.2 from the ESR and the addendum illustrates the 

recommended alternative and shows a route for the proposed trunk sewer, which has been 

newly constructed by the City of Windsor. The newly constructed trunk sewer is now known as 

the Sandwich South Employment Lands (SSEL) Trunk Sewer.   

There are two parcels proposed for development by Royal Quality Homes and two additional 

potential benefitting properties, all of which are located in the southeast corner of 7th 

Concession Road and Baseline Road. Figure 1.3 shows the locations of the four parcels. Prior to 

any new development occurring within the four parcels, sanitary sewer servicing is required.   

It is identified in the ESR that wastewater from the Royal Quality Homes parcels and the adjacent 

benefitting properties is ultimately to be conveyed to the Lou Romano Water Reclamation Plant 

(LRWRP) via a future trunk sewer on the 7th Concession Road.  Figure 1.2 shows the sanitary 

drainage areas within the annexed lands as proposed in the ESR.  However, since the trunk 

sewer on 7th Concession Road cannot be constructed in the near future, the four parcels 

cannot be serviced by the LRWRP as outlined in the ESR to accommodate the immediate need 

related to the development of the lands. Consequently, Royal Quality Homes is requesting that 

the City amend the ESR to allow their two parcels to outlet to the newly constructed SSEL Trunk 

Sewer along 8th Concession Road.  The adjacent benefiting properties were included in the 

request due to the economic benefit of servicing the lands using the same infrastructure. 
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To accommodate the sanitary sewer servicing component of these developments in the near 

future, changes to the sanitary sewer servicing for the Royal Quality Homes and the adjacent 

benefitting properties parcels are needed. Accordingly, this addendum addresses the changes 

to the ESR related to the sanitary sewer servicing for the four parcels.  This addendum should be 

read in conjunction with the ESR and the addendum made in 2010.  

1.2 CIRCUMSTANCES NECESSITATING THE ESR ADDENDUM 

The ESR dated June 2006 has documented a Wastewater Servicing Strategy that will provide an 

ultimate servicing scheme to maximize the use of existing infrastructure and provide capacity for 

new development in the SSEL. As shown in Figure 1.2, the annexed land sanitary sewer servicing 

strategy includes the construction of one trunk sewer to the LRPCP. 

The City of Windsor has recently constructed the SSEL Trunk Sewer serving the SSEL and a portion 

of Town of Tecumseh. The trunk sewer starts south of Highway 401 and ultimately connects to the 

existing sewer along Banwell Road near Windsor’s western border with Tecumseh and south of 

the E.C. Row Expressway, as shown in Figure 1.2.  From there, the sewer conveys sanitary sewage 

to the LRPCP for treatment. 

Due to the proximity of the Royal Quality Homes and the adjacent benefitting properties parcels 

to the newly built SSEL Trunk Sewer, the City has indicated that changes to sanitary sewer 

servicing for the four parcels from the LRWRP service area to the LRPCP service area could be 

easily implemented to address the immediate need related to the development of the Royal 

Quality Homes and adjacent parcels, provided that there is enough capacity to support the 

change. The newly built trunk sewer could permit the immediate sanitary servicing of the four 

parcels and divert the flow to the LRPCP instead of the LRWRP, thereby addressing the 

development servicing requests. 

After a thorough review of the alternatives, the City has decided to proceed in accordance 

with the Class EA process and prepare an Addendum to the ESR that documents the changes 

to the sanitary sewer servicing area. 

1.3 ESR AMENDING PROCEDURE 

The planning process outlined in the Municipal Class Environmental Assessment by the Municipal 

Engineers Association (MEA), October 2000, as amended in 2011, recognizes that a project may 

not proceed in the manner outlined in the Environmental Study Report (ESR) due to unforeseen 

circumstances. The ESR and the addendum made in 2010 were prepared in accordance with 

the Class EA process. 

Section A.4.2.2 from the MEA Document (October 2000, as amended in 2011) - Revisions and 

Addenda to the ESR, under the heading “Change in Project or Environment”, states: 
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“Due to unforeseen circumstances, it may not be feasible to implement the project in the 

manner outlined in the ESR.  Any significant modification to the project or change in the 

environmental setting for the project which occurs after the filing of the ESR shall be reviewed by 

the proponent and an addendum to the ESR shall be written.  The addendum shall describe the 

circumstances necessitating the change, the environmental implications of the change, and 

what, if anything can and will be done to mitigate any negative environmental impacts.  The 

addendum shall be filed with the ESR and Notice of Filing of Addendum shall be given 

immediately to all potentially affected members of the public and review agencies as well as 

those who were notified in the preparation of the original ESR. 

A period of 30 calendar days following the issue of the Notice of Filing of Addendum shall be 

allowed for review and response by affected parties.  The Notice shall include the public’s right 

to request a Part II Order within the 30-day review period.  If no request is received by the 

Minister, the proponent is free to proceed with the implementation and construction.  During the 

30-day addendum review period, no work shall be undertaken that will adversely affect the 

matter under review.  Furthermore, where implementation of a project has already 

commenced, those portions of the project which are the subject of the addendum, or have the 

potential to be directly affected by the proposed change, shall cease and shall not be 

reactivated until the termination of the review period.” 

This Addendum to the ESR has been prepared in accordance with the above requirements. 
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2.0 REVISIONS TO SANITARY SEWER SERVICING AREA 

Subsequent to the completion of the ESR and amendment made in 2010, the City of Windsor 

was able to secure Senior Government grants that enabled construction of a trunk sanitary 

sewer within the annexed lands as depicted on Figure 1.3, namely the SSEL Trunk Sewer. The 

trunk sewer provides direct conveyance for the future local wastewater collection system, which 

will consist of the sewers extending down to the service level for each user. 

The subject parcels proposed for the development of Royal Quality Homes and the adjacent 

benefitting properties are situated in the southeast corner of 7th Concession Road and Baseline 

Road and covers approximately 50 hectares. The four parcels are proposed to be developed as 

residential properties.  It is identified in the ESR that the Royal Quality Homes parcels and the 

adjacent benefitting properties parcels were initially to be serviced by the LRWRP in the City of 

Windsor. The annexed lands service area boundary proposed in the ESR dated June 2006 is 

shown on Figure 1.2. The boundaries of the sewage service areas are dictated by the capacity 

of the corresponding sanitary sewer system. 

 

Wastewater from the four parcels is planned to be ultimately conveyed to the LRWRP via a 

future trunk sewer on 7th Concession Road. Wastewater flow from the subject parcels to the 

LRWRP as outlined in the ESR cannot be permitted until the construction of the trunk sewer on 7th 

Concession Road is completed. Currently, there are no plans to construct the trunk sanitary 

sewer on 7th Concession Road in the near future. 

 

Royal Quality Homes is consequently requesting to allow their two parcels to outlet to the newly 

constructed SSEL Trunk Sewer along 8th Concession Road, to allow for development in the near 

future. The adjacent benefiting properties were included in the request due to the economic 

benefit of servicing the lands using the same infrastructure. 

In order to address the immediate need for the development of the Royal Quality Homes lands, 

the City intends to utilize the newly constructed SSEL Trunk Sewer, allowing wastewater from the 

subject lands to be conveyed by the SSEL Trunk Sewer to the LRPCP for treatment. The service 

area boundary within the annexed lands for the LRPCP was revised as depicted on Figure 1.3. 
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3.0 WASTEWATER FLOWS  

3.1 PREDICTED SANITARY FLOWS FROM THE FOUR PARCELS TO THE 

LRPCP 

Municipal wastewater flows are made up of waste discharges from residential, commercial, 

industrial and institutional establishments plus extraneous non-waste flow components from 

sources such as groundwater and surface runoff.  

Based on inputs received from the consulting engineer retained by the developer (Haddad, 

Morgan and Associates Ltd.), the two Royal Quality Homes parcels and the two adjacent 

benefitting properties will be developed as residential. Projected wastewater flow from the four 

parcels obtained from Haddad, Morgan and Associates Ltd. are shown in Table 3-1. The flows 

are estimated based on the assumption that all four properties will be developed as low to 

medium density residential.   

Table 3-1: Projected Wastewater Flows from the Parcels to be Serviced by the LRPCP 

Properties Projected Flows 

Royal Quality Homes  54.1 L/s (1.91 cfs) 

Benefitting Properties 13.1 L/s (0.46 cfs) 

Total Flow   67.2 L/s (2.37 cfs) 

 

3.2 CAPACITY OF THE SSEL TRUNK SEWER 

The recently constructed SSEL Trunk Sewer on 8th Concession Road from Highway 401 to the 

LRPCP ranges in size from 975 mm diameter to 2100 mm diameter and is between 7 metres and 

11 metres in depth.  The total length is approximately 14,560 metres. The trunk sewer is designed 

to accommodate a maximum flow of 2,456 L/s.  A portion of the total maximum flow in the 

amount of 1308 L/s is dedicated to the Town of Tecumseh, which was determined based on an 

agreement between the City of Windsor and the Town of Tecumseh requiring the City to provide 

a trunk sanitary sewer to service adjacent Town of Tecumseh lands.  From this allotted maximum 

flow, 983 L/s has been introduced at Banwell Road south of the EC ROW Expressway and 325 L/s 

will be introduced from the Oldcastle Hamlet Service Area located to the south of Highway 401.    

A hydraulic analysis was performed to evaluate the capacity of the SSEL Trunk Sewer with the 

proposed additional flow of 67.2 L/s from the two Royal Quality Homes parcels and the two 

adjacent benefitting properties.  The hydraulic analysis was performed using the PCSWMM 2012 

Professional software version 5.1.1279.  PCSWMM utilizes the U.S. EPA SWMM5 engine (currently 

version 5.0.022).   
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The analysis results confirm that the additional flow of 67.2 L/s will result in a minimal rise in the 

hydraulic grade line, ranging from of 0.050 m for the 975 mm sewer section to 0.020 m for the 

2100 mm sewer section. Moreover, the hydraulic grade line will remain below the obvert of the 

trunk sanitary sewer for its entire length.  Refer to Appendix B for the hydraulic grade line profile.    

In summary, there is sufficient excess capacity in the SSEL Trunk Sewer to service the additional 

flow of 67.2 L/s from the four parcels. 

3.3 CAPACITY OF THE SANITARY SEWER BETWEEN THE SSEL TRUNK 

SEWER AND LRPCP PLANT  

For hydraulic modeling purposes, the SSEL trunk sanitary sewer outfall is set as the downstream 

end of said sewer, which is located at manhole 6S4041.  The hydraulic analysis discussed in the 

above section assumes a free outfall condition based on the expectation that future expansion 

of the Little River Pollution Control Plant (LRPCP) will provide sufficient plant and inlet sewer 

capacity to handle future expected peak flows.  

In the interim, it is important to note that the current sanitary sewer network shows several trunk 

sanitary sewers converging to two LRPCP inlet sewers; a 1500 mm dia. and a 900 mm dia. sewer.  

As-constructed drawings of these sewers suggest that a short length bottleneck may exist 

between manholes 6S552 and 6S4042 as well as between manholes 6S552 and 6S4041. In 

addition, the new 2100 mm dia. sewer is interconnected and runs parallel to the 1200 mm trunk 

sewer from the Canadian National Railway to the east side the LRPCP site, with interconnections 

at manholes 7S5673 and 6S4036.  Refer to Appendix C for City of Windsor Sewer Atlas drawings 

and record drawings. 

It is anticipated that the sanitary sewer between the SSEL Trunk Sewer and the LRPCP will be 

upgraded to accommodate peak flow conditions. The sewer upgrade schedule and phasing 

should be developed based on hydraulic analysis of the existing LRPCP inlet sewers and 

interconnecting trunk sewers under the ultimate peak flow condition. Moreover, a determination 

of the maximum capacity of the current sanitary sewer network, particularly the sanitary sewer 

between the SSEL Trunk Sewer and the LRPCP, should be made and provisions should be 

established to limit peak flows or upgrade the inlet sewer and plant capacities as necessary. 
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4.0 ENVIRONMENTAL IMPACTS  

The potential environmental impacts associated with the expansion of the Little River Pollution 

Control Plant and the proposed mitigation for those potential impacts was identified in the ESR.  

The provision of additional capacity in the sewage treatment facility to service the Royal Quality 

Homes parcels and adjacent benefitting properties does not change the potential impacts or 

proposed methods of mitigation.   
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 FIGURES Appendix A

A.1 FIGURE 1.1: ORIGINAL EA STUDY AREA 

A.2 FIGURE 1.2: ORIGINAL SERVICE AREA BOUNDARY 

A.3 FIGURE 1.3: AMENDED SERVICE AREA BOUNDARY 
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  TRUNK SANITARY SEWER PLAN AND PROFILE Appendix B

B.1 TRUNK SANITARY SEWER PLANS  

B.2 TRUNK SANITARY SEWER PROFILE 

 



STREET OR FROM MH TO MH SEWER SEWER DIAMETER ORIGINAL PROPOSED 
PHASE EASEMENT LENGTH SLOPE Nom. INVERT GROUND DEPTH INVERT GROUND COVER DESIGN DESIGN ΔHGL

(m) (%) (mm) (m) (m) (m) (m) (m) (m) (m) (m) (m)

8th Concession Road Stub 9S1258 8.2 0.173% 900 183.398 190.4 7.0 182.0 189.5 7.5 182.52 182.57 0.05
9S1258 9S1156 11.5 0.130% 975 181.978 189.5 7.5 181.963 190.4 8.4 182.49 182.54 0.05
9S1156 9S1155 102.4 0.128% 975 181.898 190.4 8.5 181.767 189.7 7.9 182.37 182.42 0.05
9S1155 9S1154 148.7 0.102% 975 181.752 189.7 7.9 181.601 189.5 7.9 182.19 182.25 0.06
9S1154 9S1153 150.7 0.092% 975 181.566 189.5 7.9 181.428 189.3 7.9 182.02 182.08 0.06
9S1153 9S1152 147.2 0.097% 975 181.407 189.3 7.9 181.264 189.0 7.7 181.85 181.90 0.05
9S1152 9S1151 149.0 0.105% 975 181.244 189.0 7.7 181.087 188.6 7.5 181.67 181.72 0.05
9S1151 9S1150 151.9 0.115% 975 181.077 188.6 7.5 180.902 188.4 7.5 181.47 181.52 0.05
9S1150 9S1149 153.0 0.111% 975 180.887 188.4 7.5 180.717 188.2 7.4 181.22 181.27 0.05
9S1149 9S1148 145.8 0.125% 975 180.641 188.2 7.5 180.459 187.9 7.4 181.04 181.09 0.05
9S1148 9S1147 123.8 0.089% 975 180.414 187.9 7.5 180.304 187.8 7.5 180.89 180.94 0.05
9S1147 9S1146 149.1 0.102% 975 180.284 187.8 7.5 180.132 187.4 7.2 180.68 180.73 0.05
9S1146 9S1145 150.9 0.107% 975 180.097 187.4 7.3 179.936 187.1 7.1 180.41 180.45 0.04
9S1145 9S1143 146.7 0.218% 975 179.921 187.1 7.2 179.601 187.1 7.5 180.18 180.23 0.05
9S1143 9S1142 116.8 0.097% 975 179.571 187.1 7.5 179.458 187.1 7.6 180.03 180.07 0.04
9S1142 9S1141 112.7 0.097% 975 179.424 187.1 7.7 179.315 187.1 7.8 179.87 179.91 0.04
9S1141 9S1140 116.5 0.100% 975 179.270 187.1 7.8 179.153 186.9 7.7 179.69 179.73 0.04
9S1140 9S1121 115.0 0.104% 975 179.133 186.9 7.8 179.013 186.73 7.7 179.07 179.11 0.04

County Rd 42 9S1121 9S1122 148.0 0.091% 1200 178.357 186.73 8.4 178.222 186.94 8.7 178.90 178.94 0.04
9S1122 9S1123 152.3 0.070% 1200 178.210 186.94 8.7 178.103 186.49 8.4 178.77 178.81 0.04
9S1123 9S1124 152.4 0.092% 1200 178.090 186.49 8.4 177.950 186.18 8.2 178.64 178.68 0.04
9S1124 9S1125 147.8 0.079% 1200 177.947 186.18 8.2 177.830 185.82 8.0 178.51 178.55 0.04
9S1125 9S1126 152.4 0.080% 1200 177.825 185.82 8.0 177.703 185.37 7.7 178.38 178.43 0.05
9S1126 9S1127 147.3 0.081% 1200 177.692 185.37 7.7 177.572 185.22 7.6 178.25 178.30 0.05
9S1127 9S1128 152.5 0.090% 1200 177.556 185.22 7.7 177.418 184.94 7.5 178.13 178.17 0.04
9S1128 9S1129 147.6 0.071% 1200 177.410 184.94 7.5 177.305 184.36 7.1 178.01 178.05 0.04
9S1129 9S1130 147.8 0.074% 1200 177.286 184.36 7.1 177.177 184.21 7.0 177.89 177.93 0.04
9S1130 9S1131 73.7 0.087% 1200 177.173 184.21 7.0 177.109 184.27 7.2 177.83 177.86 0.03

County Rd 42 9S1131 9S1132 152.1 0.092% 1350 177.016 184.27 7.3 176.876 184.18 7.3 177.64 177.67 0.03
9S1132 9S1133 147.5 0.101% 1350 176.874 184.18 7.3 176.725 184.02 7.3 177.50 177.53 0.03
9S1133 9S1134 120.7 0.096% 1350 176.720 184.02 7.3 176.604 184.23 7.6 177.38 177.41 0.03
9S1134 9S1135 155.5 0.101% 1350 176.567 184.23 7.7 176.410 183.47 7.1 177.23 177.26 0.03
9S1135 9S1136 145.7 0.083% 1350 176.415 183.47 7.1 176.294 183.82 7.5 177.07 177.09 0.02
9S1136 9S1137 147.9 0.087% 1350 176.293 183.82 7.5 176.164 183.73 7.6 176.87 176.89 0.02
9S1137 9S1138 142.1 0.083% 1350 176.144 183.73 7.6 176.026 183.31 7.3 176.33 176.37 0.04

9S1138 9S1157 149.5 0.072% 1350 175.467 183.31 7.8 175.360 183.3 7.9 176.17 176.20 0.03
9S1157 9S1158 90.2 0.073% 1350 175.359 183.3 7.9 175.293 183.2 7.9 176.09 176.12 0.03
9S1158 9S1159 142.3 0.069% 1350 175.293 183.2 7.9 175.195 183.1 7.9 175.93 175.96 0.03

Little River Crossing 9S1175 9S1174 158.5 0.137% 900 176.511 183.2 6.7 176.294 183.0 6.7 176.86 176.86 0.00
9S1174 9S1173 151.1 0.146% 900 176.271 183.0 6.7 176.050 183.2 7.1 176.37 176.37 0.00
9S1173 9S1159 59.6 0.923% 900 176.035 183.2 7.2 175.485 183.1 7.6 175.93 175.96 0.03

Lauzon Parkway 9S1159 9S1160 110.3 0.053% 1650 174.900 183.1 8.2 174.841 183.0 8.2 175.83 175.86 0.03
9S1160 9S1161 127.4 0.058% 1650 174.841 183.0 8.2 174.767 182.9 8.2 175.75 175.79 0.04
9S1161 9S1162 147.2 0.059% 1650 174.767 182.9 8.2 174.680 182.9 8.2 175.67 175.70 0.03
9S1162 9S1163 149.6 0.069% 1650 174.680 182.9 8.2 174.577 182.7 8.2 175.59 175.62 0.03
9S1163 9S1164 149.5 0.060% 1650 174.577 182.7 8.2 174.487 182.7 8.2 175.50 175.53 0.03

Service Road 'B' 9S1164 9S1165 137.5 0.032% 1650 174.487 182.7 8.2 174.443 182.2 7.7 175.42 175.45 0.03
9S1165 9S1166 151.8 0.052% 1650 174.443 182.2 7.7 174.364 182.4 8.1 175.33 175.36 0.03
9S1166 9S1167 62.2 0.056% 1650 174.364 182.4 8.1 174.329 182.7 8.3 175.28 175.31 0.03
9S1167 9S1168 139.1 0.048% 1650 174.329 182.7 8.3 174.262 182.4 8.2 175.19 175.22 0.03
9S1168 9S1169 85.5 0.101% 1650 174.262 182.4 8.2 174.176 181.9 7.8 175.12 175.15 0.03

Lauzon Rd 9S1169 9S1170 98.2 0.049% 1650 174.176 181.9 7.8 174.128 181.9 7.8 175.04 175.07 0.03
9S1170 9S1171 149.9 0.050% 1650 174.128 181.9 7.8 174.053 181.9 7.8 174.90 174.92 0.02
9S1171 9S1172 139.3 0.078% 1650 174.053 181.9 7.8 173.945 181.8 7.8 174.67 174.70 0.03

4C Lauzon Rd Beneath 
CPR

9S1172 9S1200 183.0 0.072% 1650 173.845 181.8 8.0 173.713 181.58 7.9 174.50 174.54 0.04

Adjacent to CPR 9S1200 9S1199 140.0 0.061% 1650 173.489 181.58 8.1 173.403 182.16 8.8 174.43 174.46 0.03
9S1199 9S1198 108.0 0.048% 1650 173.403 182.16 8.8 173.351 181.80 8.4 174.37 174.41 0.04
9S1198 9S1197 93.0 0.069% 1650 173.351 181.80 8.4 173.287 181.73 8.4 174.32 174.35 0.03
9S1197 9S1196 103.0 0.057% 1650 173.287 181.73 8.4 173.228 181.65 8.4 174.27 174.30 0.03
9S1196 9S1195 147.0 0.051% 1650 173.228 181.65 8.4 173.153 181.61 8.5 174.19 174.22 0.03
9S1195 9S1194 150.0 0.051% 1650 173.153 181.61 8.5 173.076 181.85 8.8 174.12 174.15 0.03
9S1194 9S1193 153.0 0.029% 1650 173.076 181.85 8.8 173.032 182.08 9.0 174.03 174.06 0.03
9S1193 9S1192 147.0 0.050% 1650 173.032 182.08 9.0 172.958 182.27 9.3 173.94 173.97 0.03
9S1192 9S1191 152.0 0.080% 1650 172.958 182.27 9.3 172.836 182.53 9.7 173.86 173.89 0.03
9S1191 9S1190 147.0 0.044% 1650 172.836 182.53 9.7 172.772 182.73 10.0 173.78 173.81 0.03
9S1190 9S1189 152.0 0.027% 1650 172.772 182.73 10.0 172.731 182.69 10.0 173.68 173.71 0.03
9S1189 9S1188 150.0 0.041% 1650 172.731 182.69 10.0 172.669 183.14 10.5 173.56 173.60 0.04

Banwell Rd 9SJ1213 9S1212 113.6 0.062% 1650 172.435 183.14 10.7 172.365 183.17 10.8 173.45 173.48 0.03
9S1212 9S1211 132.0 0.061% 1650 172.365 183.17 10.8 172.285 183.07 10.8 173.38 173.41 0.03
9S1211 9S1210 136.4 0.059% 1650 172.285 183.07 10.8 172.205 182.92 10.7 173.30 173.34 0.04
9S1210 9S1209 121.5 0.060% 1650 172.205 182.92 10.7 172.132 182.55 10.4 173.24 173.27 0.03
9S1209 9S1208 119.3 0.056% 1650 172.132 182.55 10.4 172.065 182.48 10.4 173.17 173.21 0.04
9S1208 9S1207 126.8 0.055% 1650 172.065 182.48 10.4 171.995 182.36 10.4 173.11 173.14 0.03
9S1207 9S1206 119.5 0.054% 1650 171.995 182.36 10.4 171.931 182.32 10.4 173.04 173.08 0.04
9S1206 9S1205 99.3 0.044% 1650 171.931 182.32 10.4 171.887 181.97 10.1 172.99 173.02 0.03
9S1205 9S1204 115.6 0.056% 1650 171.887 181.97 10.1 171.822 182.88 11.1 172.93 172.96 0.03
9S1204 9S1203 134.4 0.179% 2100 171.549 182.88 11.3 171.309 182.45 11.1 172.91 172.95 0.04
9S1203 9S1067 143.7 0.111% 2100 171.309 182.45 11.1 171.149 182.83 11.7 172.90 172.93 0.03
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STREET OR FROM MH TO MH SEWER SEWER DIAMETER ORIGINAL PROPOSED 
PHASE EASEMENT LENGTH SLOPE Nom. INVERT GROUND DEPTH INVERT GROUND COVER DESIGN DESIGN ΔHGL

(m) (%) (mm) (m) (m) (m) (m) (m) (m) (m) (m) (m)

Banwell Rd 9S1067 9S1066 94.0 0.023% 2100 171.328 182.8 11.5 171.306 182.1 10.8 172.87 172.90 0.03
9S1066 9S1065 175.3 0.083% 2100 171.306 182.1 10.8 171.160 182.8 11.6 172.83 172.86 0.03
9S1065 9S1064 137.4 0.005% 2100 171.160 182.8 11.6 171.153 182.8 11.6 172.79 172.82 0.03
9S1064 9S1063 117.5 0.004% 2100 171.153 182.8 11.6 171.148 182.5 11.4 172.76 172.79 0.03
9S1063 9S1062 117.3 0.000% 2100 171.148 182.5 11.4 171.148 182.3 11.2 172.72 172.76 0.04
9S1062 9S1061 136.7 0.010% 2100 171.148 182.3 11.2 171.135 181.2 10.1 172.68 172.71 0.03
9S1061 9S1060 146.6 0.002% 2100 171.135 181.2 10.1 171.132 180.4 9.3 172.64 172.67 0.03
9S1060 9S1059 171.3 0.033% 2100 171.132 180.4 9.3 171.075 179.8 8.7 172.58 172.61 0.03
9S1059 CONST.COLLAR 42.0 0.012% 2100 171.075 179.8 8.7 171.070 179.7 8.6 172.56 172.60 0.04

Banwell Rd Beneath 
CNR (Tunneled Phase 
1A)

CONST.COLLAR 7S3647 376.5 0.022% 2100 171.070 179.7 8.6 170.987 179.1 8.1 172.45 172.48 0.03

North of CN Rail 7S3647 7S6354 108.6 0.125% 2100 170.966 179.1 8.1 170.830 179.6 8.8 172.38 172.41 0.03
7S6354 7S6353 120.0 0.006% 2100 170.830 179.6 8.8 170.823 179.6 8.8 172.34 172.37 0.03
7S6353 7S6352 132.6 0.124% 2100 170.823 179.6 8.8 170.659 179.7 9.0 172.31 172.34 0.03
7S6352 7S6351 140.0 0.041% 2100 170.659 179.7 9.0 170.602 179.7 9.1 172.28 172.31 0.03
7S6351 7S6350 152.5 0.000% 2100 170.602 179.7 9.1 170.602 179.7 9.1 172.24 172.27 0.03
7S6350 7S6285-A 146.0 0.005% 2100 170.602 179.7 9.1 170.595 178.9 8.3 172.20 172.22 0.02

7S6285-A 7S6285-B 20.3 -0.635% 2100 170.595 178.9 8.3 170.724 178.9 8.1 172.18 172.20 0.02
7S6285-B 7S6284 127.8 0.034% 2100 170.724 178.9 8.1 170.680 177.3 6.6 172.13 172.16 0.03
7S6284 7S6283 124.4 0.032% 2100 170.680 177.3 6.6 170.640 179.3 8.7 172.09 172.11 0.02
7S6283 7S6282 87.8 0.046% 2100 170.640 179.3 8.7 170.600 179.6 9.0 172.06 172.08 0.02
7S6282 7S6281 85.4 0.035% 2100 170.600 179.6 9.0 170.570 179.6 9.0 172.02 172.05 0.03
7S6281 7S6280 81.7 0.024% 2100 170.570 179.6 9.0 170.550 179.8 9.3 171.99 172.02 0.03

Misty Dawn Street 7S6280 7S6573 10.5 0.095% 2100 170.540 179.8 9.3 170.530 179.0 8.5 171.92 171.95 0.03
Cypress Avenue 7S6573 7S6574 173.0 0.036% 2100 170.530 179.0 8.5 170.467 177.4 6.9 171.79 171.82 0.03
Cypress Avenue 7S6574 7S6575 132.0 0.016% 2100 170.467 177.4 6.9 170.446 177.3 6.9 171.73 171.75 0.02
Cypress Avenue 7S6575 7S6576 38.0 0.042% 2100 170.446 177.3 6.9 170.430 177.3 6.9 171.70 171.72 0.02
McHugh Street 7S6576 7S6623 115.5 0.034% 2100 170.326 177.3 7.0 170.287 177.0 6.7 171.60 171.61 0.01

7S6623 7S6624 138.5 0.004% 2100 170.287 177.0 6.7 170.281 177.2 6.9 171.50 171.52 0.02
7S6624 7S6625 130.5 0.031% 2100 170.281 177.2 6.9 170.240 177.2 7.0 171.42 171.43 0.01
7S6625 7S6626 130.0 0.022% 2100 170.240 177.2 7.0 170.211 177.8 7.6 171.31 171.33 0.02
7S6626 7S6627 132.7 0.026% 2100 170.211 177.8 7.6 170.176 177.0 6.8 171.16 171.17 0.01
7S6627 7S6628 25.3 0.119% 2100 170.176 177.0 6.8 170.146 177.8 7.7 171.11 171.12 0.01
7S6628 6S4036 82.0 0.072% 2100 170.033 177.8 7.8 169.974 178.0 8.0 171.00 171.02 0.02
6S4036 6S4044 108.0 0.176% 2100 169.974 178.0 8.0 169.784 176.3 6.5 170.73 170.75 0.02
6S4044 6S4037 113.1 0.119% 2100 169.784 176.3 6.5 169.649 176.1 6.5 170.57 170.58 0.01
6S4037 6S4038 155.0 0.142% 2100 169.649 176.1 6.5 169.429 177.5 8.1 170.36 170.37 0.01
6S4038 6S4039 147.6 0.136% 2100 169.429 177.5 8.1 169.229 176.0 6.8 170.15 170.16 0.01
6S4039 6S4040 152.4 0.112% 2100 169.229 176.0 6.8 169.059 175.8 6.7 169.86 169.88 0.02
6S4040 6S4041 85.3 0.117% 2100 169.059 175.8 6.7 168.959 176.0 7.0 169.86 169.88 0.02
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PHASE 2 STAGE 2A & 2B
SANITARY TRUNK SEWER
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